
SPRAY ON FIRE PROOFING
BUILT-UP ROOFING

INSULATING CONCRETE

RIGID  BOARD INSULATION

SLURRY COAT ON
METAL DECKING

SPRAY FIRE PROOFING

ADD SPRAY ON FIRE PROOFING OVER
EXISTING TO ACHIEVE A MINIMUM
OVERALL THICKNESS OF 1 1/4"

ADD SPRAY FIREPROOFING TO THE
BOTTOM OF DECK

NEW FLOOR PLAN
SCALE: 1/8" = 1'-0"

PARTIAL 11TH WEST FLOOR PLAN - 

NEW FLOOR PLAN
SCALE: 1/8" = 1'-0"

PARTIAL 11TH EAST FLOOR PLAN - 


